
Fire Resistance Ratings 
Boehmers 60% Solid, 190 mm CMU 

CCMPA 

Boehmers Block 
CMU Fire Resistance Ratings  

60% solid, 190 mm CMU of Various Concrete Types 
 
Under Sections 2.1 and 1.6, SB-2 of the Ontario Building Code:   

 
Equivalent thickness of 190 mm CMU @ 60% solid = 0.6 x 190 = 114 mm 
 
Table 2.1.1 of the OBC, Excerpted:                

 
 
Fire Resistance Rating Using the Equivalent Thickness Calculation 
Method: 
 

S or N concrete: 
FRR = 2 hr. + (114-113)/(142-113)x 1 hr. = 2.03 hrs. 
 
L220S concrete: 
FRR = 2 hr. + (114-94)/(116-94)x 1 hr. = 2.91 hrs. 

 
 
Boehmers Block:  FRR for 60% solid, 190 mm CMU 

Concrete Type FRR (hrs.) 
Type S or N concrete 2.03 
Type L220S concrete 2.91 
 


